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Where: 
Eadj = Emission level adjusted by applying 

the efficiency credits earned, lb per mil-
lion Btu steam output (or lb per MWh) 
for the affected boiler. 

Em = Emissions measured during the per-
formance test, lb per million Btu steam 
output (or lb per MWh) for the affected 
boiler. 

ECredits = Efficiency credits from Equation 
19 for the affected boiler. 

(g) As part of each compliance report 
submitted as required under § 63.7550, 
you must include documentation that 
the energy conservation measures im-
plemented continue to generate the 
credit for use in demonstrating compli-
ance with the emission limits. 

[76 FR 15664, Mar. 21, 2011, as amended at 78 
FR 7178, Jan. 31, 2013] 

CONTINUOUS COMPLIANCE REQUIREMENTS 

§ 63.7535 Is there a minimum amount 
of monitoring data I must obtain? 

(a) You must monitor and collect 
data according to this section and the 
site-specific monitoring plan required 
by § 63.7505(d). 

(b) You must operate the monitoring 
system and collect data at all required 
intervals at all times that each boiler 
or process heater is operating and com-
pliance is required, except for periods 
of monitoring system malfunctions or 
out of control periods (see § 63.8(c)(7) of 
this part), and required monitoring 
system quality assurance or control ac-
tivities, including, as applicable, cali-
bration checks, required zero and span 
adjustments, and scheduled CMS main-
tenance as defined in your site-specific 
monitoring plan. A monitoring system 
malfunction is any sudden, infrequent, 
not reasonably preventable failure of 
the monitoring system to provide valid 
data. Monitoring system failures that 
are caused in part by poor maintenance 
or careless operation are not malfunc-
tions. You are required to complete 
monitoring system repairs in response 
to monitoring system malfunctions or 
out-of-control periods and to return 
the monitoring system to operation as 
expeditiously as practicable. 

(c) You may not use data recorded 
during monitoring system malfunc-
tions or out-of-control periods, repairs 
associated with monitoring system 
malfunctions or out-of-control periods, 

or required monitoring system quality 
assurance or control activities in data 
averages and calculations used to re-
port emissions or operating levels. You 
must record and make available upon 
request results of CMS performance au-
dits and dates and duration of periods 
when the CMS is out of control to com-
pletion of the corrective actions nec-
essary to return the CMS to operation 
consistent with your site-specific mon-
itoring plan. You must use all the data 
collected during all other periods in as-
sessing compliance and the operation 
of the control device and associated 
control system. 

(d) Except for periods of monitoring 
system malfunctions, repairs associ-
ated with monitoring system malfunc-
tions, and required monitoring system 
quality assurance or quality control 
activities (including, as applicable, sys-
tem accuracy audits, calibration 
checks, and required zero and span ad-
justments), failure to collect required 
data is a deviation of the monitoring 
requirements. In calculating moni-
toring results, do not use any data col-
lected during periods when the moni-
toring system is out of control as spec-
ified in your site-specific monitoring 
plan, while conducting repairs associ-
ated with periods when the monitoring 
system is out of control, or while con-
ducting required monitoring system 
quality assurance or quality control 
activities. You must calculate moni-
toring results using all other moni-
toring data collected while the process 
is operating. You must report all peri-
ods when the monitoring system is out 
of control in your annual report. 

[76 FR 15664, Mar. 21, 2011, as amended at 78 
FR 7179, Jan. 31, 2013] 

§ 63.7540 How do I demonstrate con-
tinuous compliance with the emis-
sion limitations, fuel specifications 
and work practice standards? 

(a) You must demonstrate contin-
uous compliance with each emission 
limit in Tables 1 and 2 or 11 through 13 
to this subpart, the work practice 
standards in Table 3 to this subpart, 
and the operating limits in Table 4 to 
this subpart that applies to you accord-
ing to the methods specified in Table 8 
to this subpart and paragraphs (a)(1) 
through (19) of this section. 
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(1) Following the date on which the 
initial compliance demonstration is 
completed or is required to be com-
pleted under §§ 63.7 and 63.7510, which-
ever date comes first, operation above 
the established maximum or below the 
established minimum operating limits 
shall constitute a deviation of estab-
lished operating limits listed in Table 4 
of this subpart except during perform-
ance tests conducted to determine 
compliance with the emission limits or 
to establish new operating limits. Op-
erating limits must be confirmed or re-
established during performance tests. 

(2) As specified in § 63.7550(c), you 
must keep records of the type and 
amount of all fuels burned in each boil-
er or process heater during the report-
ing period to demonstrate that all fuel 
types and mixtures of fuels burned 
would result in either of the following: 

(i) Lower emissions of HCl, mercury, 
and TSM than the applicable emission 
limit for each pollutant, if you dem-
onstrate compliance through fuel anal-
ysis. 

(ii) Lower fuel input of chlorine, mer-
cury, and TSM than the maximum val-
ues calculated during the last perform-
ance test, if you demonstrate compli-
ance through performance testing. 

(3) If you demonstrate compliance 
with an applicable HCl emission limit 
through fuel analysis for a solid or liq-
uid fuel and you plan to burn a new 
type of solid or liquid fuel, you must 
recalculate the HCl emission rate using 
Equation 12 of § 63.7530 according to 
paragraphs (a)(3)(i) through (iii) of this 
section. You are not required to con-
duct fuel analyses for the fuels de-
scribed in § 63.7510(a)(2)(i) through (iii). 
You may exclude the fuels described in 
§ 63.7510(a)(2)(i) through (iii) when re-
calculating the HCl emission rate. 

(i) You must determine the chlorine 
concentration for any new fuel type in 
units of pounds per million Btu, based 
on supplier data or your own fuel anal-
ysis, according to the provisions in 
your site-specific fuel analysis plan de-
veloped according to § 63.7521(b). 

(ii) You must determine the new mix-
ture of fuels that will have the highest 
content of chlorine. 

(iii) Recalculate the HCl emission 
rate from your boiler or process heater 
under these new conditions using Equa-

tion 12 of § 63.7530. The recalculated HCl 
emission rate must be less than the ap-
plicable emission limit. 

(4) If you demonstrate compliance 
with an applicable HCl emission limit 
through performance testing and you 
plan to burn a new type of fuel or a new 
mixture of fuels, you must recalculate 
the maximum chlorine input using 
Equation 7 of § 63.7530. If the results of 
recalculating the maximum chlorine 
input using Equation 7 of § 63.7530 are 
greater than the maximum chlorine 
input level established during the pre-
vious performance test, then you must 
conduct a new performance test within 
60 days of burning the new fuel type or 
fuel mixture according to the proce-
dures in § 63.7520 to demonstrate that 
the HCl emissions do not exceed the 
emission limit. You must also establish 
new operating limits based on this per-
formance test according to the proce-
dures in § 63.7530(b). In recalculating 
the maximum chlorine input and estab-
lishing the new operating limits, you 
are not required to conduct fuel anal-
yses for and include the fuels described 
in § 63.7510(a)(2)(i) through (iii). 

(5) If you demonstrate compliance 
with an applicable mercury emission 
limit through fuel analysis, and you 
plan to burn a new type of fuel, you 
must recalculate the mercury emission 
rate using Equation 13 of § 63.7530 ac-
cording to the procedures specified in 
paragraphs (a)(5)(i) through (iii) of this 
section. You are not required to con-
duct fuel analyses for the fuels de-
scribed in § 63.7510(a)(2)(i) through (iii). 
You may exclude the fuels described in 
§ 63.7510(a)(2)(i) through (iii) when re-
calculating the mercury emission rate. 

(i) You must determine the mercury 
concentration for any new fuel type in 
units of pounds per million Btu, based 
on supplier data or your own fuel anal-
ysis, according to the provisions in 
your site-specific fuel analysis plan de-
veloped according to § 63.7521(b). 

(ii) You must determine the new mix-
ture of fuels that will have the highest 
content of mercury. 

(iii) Recalculate the mercury emis-
sion rate from your boiler or process 
heater under these new conditions 
using Equation 13 of § 63.7530. The re-
calculated mercury emission rate must 
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be less than the applicable emission 
limit. 

(6) If you demonstrate compliance 
with an applicable mercury emission 
limit through performance testing, and 
you plan to burn a new type of fuel or 
a new mixture of fuels, you must recal-
culate the maximum mercury input 
using Equation 8 of § 63.7530. If the re-
sults of recalculating the maximum 
mercury input using Equation 8 of 
§ 63.7530 are higher than the maximum 
mercury input level established during 
the previous performance test, then 
you must conduct a new performance 
test within 60 days of burning the new 
fuel type or fuel mixture according to 
the procedures in § 63.7520 to dem-
onstrate that the mercury emissions do 
not exceed the emission limit. You 
must also establish new operating lim-
its based on this performance test ac-
cording to the procedures in § 63.7530(b). 
You are not required to conduct fuel 
analyses for the fuels described in 
§ 63.7510(a)(2)(i) through (iii). You may 
exclude the fuels described in 
§ 63.7510(a)(2)(i) through (iii) when re-
calculating the mercury emission rate. 

(7) If your unit is controlled with a 
fabric filter, and you demonstrate con-
tinuous compliance using a bag leak 
detection system, you must initiate 
corrective action within 1 hour of a bag 
leak detection system alert and com-
plete corrective actions as soon as 
practical, and operate and maintain 
the fabric filter system such that the 
periods which would cause an alert are 
no more than 5 percent of the oper-
ating time during a 6-month period. 
You must also keep records of the date, 
time, and duration of each alert, the 
time corrective action was initiated 
and completed, and a brief description 
of the cause of the alert and the correc-
tive action taken. You must also 
record the percent of the operating 
time during each 6-month period that 
the conditions exist for an alert. In cal-
culating this operating time percent-
age, if inspection of the fabric filter 
demonstrates that no corrective action 
is required, no alert time is counted. If 
corrective action is required, each 
alert shall be counted as a minimum of 
1 hour. If you take longer than 1 hour 
to initiate corrective action, the alert 
time shall be counted as the actual 

amount of time taken to initiate cor-
rective action. 

(8) To demonstrate compliance with 
the applicable alternative CO CEMS 
emission limit listed in Tables 1, 2, or 
11 through 13 to this subpart, you must 
meet the requirements in paragraphs 
(a)(8)(i) through (iv) of this section. 

(i) Continuously monitor CO accord-
ing to §§ 63.7525(a) and 63.7535. 

(ii) Maintain a CO emission level 
below or at your applicable alternative 
CO CEMS-based standard in Tables 1 or 
2 or 11 through 13 to this subpart at all 
times the affected unit is operating. 

(iii) Keep records of CO levels accord-
ing to § 63.7555(b). 

(iv) You must record and make avail-
able upon request results of CO CEMS 
performance audits, dates and duration 
of periods when the CO CEMS is out of 
control to completion of the corrective 
actions necessary to return the CO 
CEMS to operation consistent with 
your site-specific monitoring plan. 

(9) The owner or operator of a boiler 
or process heater using a PM CPMS or 
a PM CEMS to meet requirements of 
this subpart shall install, certify, oper-
ate, and maintain the PM CPMS or PM 
CEMS in accordance with your site- 
specific monitoring plan as required in 
§ 63.7505(d). 

(10) If your boiler or process heater 
has a heat input capacity of 10 million 
Btu per hour or greater, you must con-
duct an annual tune-up of the boiler or 
process heater to demonstrate contin-
uous compliance as specified in para-
graphs (a)(10)(i) through (vi) of this sec-
tion. This frequency does not apply to 
limited-use boilers and process heaters, 
as defined in § 63.7575, or units with 
continuous oxygen trim systems that 
maintain an optimum air to fuel ratio. 

(i) As applicable, inspect the burner, 
and clean or replace any components of 
the burner as necessary (you may delay 
the burner inspection until the next 
scheduled unit shutdown). Units that 
produce electricity for sale may delay 
the burner inspection until the first 
outage, not to exceed 36 months from 
the previous inspection. At units where 
entry into a piece of process equipment 
or into a storage vessel is required to 
complete the tune-up inspections, in-
spections are required only during 
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planned entries into the storage vessel 
or process equipment; 

(ii) Inspect the flame pattern, as ap-
plicable, and adjust the burner as nec-
essary to optimize the flame pattern. 
The adjustment should be consistent 
with the manufacturer’s specifications, 
if available; 

(iii) Inspect the system controlling 
the air-to-fuel ratio, as applicable, and 
ensure that it is correctly calibrated 
and functioning properly (you may 
delay the inspection until the next 
scheduled unit shutdown). Units that 
produce electricity for sale may delay 
the inspection until the first outage, 
not to exceed 36 months from the pre-
vious inspection; 

(iv) Optimize total emissions of CO. 
This optimization should be consistent 
with the manufacturer’s specifications, 
if available, and with any NOX require-
ment to which the unit is subject; 

(v) Measure the concentrations in the 
effluent stream of CO in parts per mil-
lion, by volume, and oxygen in volume 
percent, before and after the adjust-
ments are made (measurements may be 
either on a dry or wet basis, as long as 
it is the same basis before and after the 
adjustments are made). Measurements 
may be taken using a portable CO ana-
lyzer; and 

(vi) Maintain on-site and submit, if 
requested by the Administrator, an an-
nual report containing the information 
in paragraphs (a)(10)(vi)(A) through (C) 
of this section, 

(A) The concentrations of CO in the 
effluent stream in parts per million by 
volume, and oxygen in volume percent, 
measured at high fire or typical oper-
ating load, before and after the tune-up 
of the boiler or process heater; 

(B) A description of any corrective 
actions taken as a part of the tune-up; 
and 

(C) The type and amount of fuel used 
over the 12 months prior to the tune- 
up, but only if the unit was physically 
and legally capable of using more than 
one type of fuel during that period. 
Units sharing a fuel meter may esti-
mate the fuel used by each unit. 

(11) If your boiler or process heater 
has a heat input capacity of less than 
10 million Btu per hour (except as spec-
ified in paragraph (a)(12) of this sec-
tion), you must conduct a biennial 

tune-up of the boiler or process heater 
as specified in paragraphs (a)(10)(i) 
through (vi) of this section to dem-
onstrate continuous compliance. 

(12) If your boiler or process heater 
has a continuous oxygen trim system 
that maintains an optimum air to fuel 
ratio, or a heat input capacity of less 
than or equal to 5 million Btu per hour 
and the unit is in the units designed to 
burn gas 1; units designed to burn gas 
2 (other); or units designed to burn 
light liquid subcategories, or meets the 
definition of limited-use boiler or proc-
ess heater in § 63.7575, you must con-
duct a tune-up of the boiler or process 
heater every 5 years as specified in 
paragraphs (a)(10)(i) through (vi) of this 
section to demonstrate continuous 
compliance. You may delay the burner 
inspection specified in paragraph 
(a)(10)(i) of this section until the next 
scheduled or unscheduled unit shut-
down, but you must inspect each burn-
er at least once every 72 months. 

(13) If the unit is not operating on 
the required date for a tune-up, the 
tune-up must be conducted within 30 
calendar days of startup. 

(14) If you are using a CEMS meas-
uring mercury emissions to meet re-
quirements of this subpart you must 
install, certify, operate, and maintain 
the mercury CEMS as specified in para-
graphs (a)(14)(i) and (ii) of this section. 

(i) Operate the mercury CEMS in ac-
cordance with performance specifica-
tion 12A of 40 CFR part 60, appendix B 
or operate a sorbent trap based inte-
grated monitor in accordance with per-
formance specification 12B of 40 CFR 
part 60, appendix B. The duration of 
the performance test must be the max-
imum of 30 unit operating days or 720 
hours. For each day in which the unit 
operates, you must obtain hourly mer-
cury concentration data, and stack gas 
volumetric flow rate data. 

(ii) If you are using a mercury CEMS, 
you must install, operate, calibrate, 
and maintain an instrument for con-
tinuously measuring and recording the 
mercury mass emissions rate to the at-
mosphere according to the require-
ments of performance specifications 6 
and 12A of 40 CFR part 60, appendix B, 
and quality assurance procedure 6 of 40 
CFR part 60, appendix F. 
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(15) If you are using a CEMS to meas-
ure HCl emissions to meet require-
ments of this subpart, you must in-
stall, certify, operate, and maintain 
the HCl CEMS as specified in para-
graphs (a)(15)(i) and (ii) of this section. 
This option for an affected unit takes 
effect on the date a final performance 
specification for an HCl CEMS is pub-
lished in the FEDERAL REGISTER or the 
date of approval of a site-specific moni-
toring plan. 

(i) Operate the continuous emissions 
monitoring system in accordance with 
the applicable performance specifica-
tion in 40 CFR part 60, appendix B. The 
duration of the performance test must 
be the maximum of 30 unit operating 
days or 720 hours. For each day in 
which the unit operates, you must ob-
tain hourly HCl concentration data, 
and stack gas volumetric flow rate 
data. 

(ii) If you are using a HCl CEMS, you 
must install, operate, calibrate, and 
maintain an instrument for continu-
ously measuring and recording the HCl 
mass emissions rate to the atmosphere 
according to the requirements of the 
applicable performance specification of 
40 CFR part 60, appendix B, and the 
quality assurance procedures of 40 CFR 
part 60, appendix F. 

(16) If you demonstrate compliance 
with an applicable TSM emission limit 
through performance testing, and you 
plan to burn a new type of fuel or a new 
mixture of fuels, you must recalculate 
the maximum TSM input using Equa-
tion 9 of § 63.7530. If the results of recal-
culating the maximum TSM input 
using Equation 9 of § 63.7530 are higher 
than the maximum total selected input 
level established during the previous 
performance test, then you must con-
duct a new performance test within 60 
days of burning the new fuel type or 
fuel mixture according to the proce-
dures in § 63.7520 to demonstrate that 
the TSM emissions do not exceed the 
emission limit. You must also establish 
new operating limits based on this per-
formance test according to the proce-
dures in § 63.7530(b). You are not re-
quired to conduct fuel analyses for the 
fuels described in § 63.7510(a)(2)(i) 
through (iii). You may exclude the 
fuels described in § 63.7510(a)(2)(i) 

through (iii) when recalculating the 
TSM emission rate. 

(17) If you demonstrate compliance 
with an applicable TSM emission limit 
through fuel analysis for solid or liquid 
fuels, and you plan to burn a new type 
of fuel, you must recalculate the TSM 
emission rate using Equation 14 of 
§ 63.7530 according to the procedures 
specified in paragraphs (a)(5)(i) through 
(iii) of this section. You are not re-
quired to conduct fuel analyses for the 
fuels described in § 63.7510(a)(2)(i) 
through (iii). You may exclude the 
fuels described in § 63.7510(a)(2)(i) 
through (iii) when recalculating the 
TSM emission rate. 

(i) You must determine the TSM con-
centration for any new fuel type in 
units of pounds per million Btu, based 
on supplier data or your own fuel anal-
ysis, according to the provisions in 
your site-specific fuel analysis plan de-
veloped according to § 63.7521(b). 

(ii) You must determine the new mix-
ture of fuels that will have the highest 
content of TSM. 

(iii) Recalculate the TSM emission 
rate from your boiler or process heater 
under these new conditions using Equa-
tion 14 of § 63.7530. The recalculated 
TSM emission rate must be less than 
the applicable emission limit. 

(18) If you demonstrate continuous 
PM emissions compliance with a PM 
CPMS you will use a PM CPMS to es-
tablish a site-specific operating limit 
corresponding to the results of the per-
formance test demonstrating compli-
ance with the PM limit. You will con-
duct your performance test using the 
test method criteria in Table 5 of this 
subpart. You will use the PM CPMS to 
demonstrate continuous compliance 
with this operating limit. You must re-
peat the performance test annually and 
reassess and adjust the site-specific op-
erating limit in accordance with the 
results of the performance test. 

(i) To determine continuous compli-
ance, you must record the PM CPMS 
output data for all periods when the 
process is operating and the PM CPMS 
is not out-of-control. You must dem-
onstrate continuous compliance by 
using all quality-assured hourly aver-
age data collected by the PM CPMS for 
all operating hours to calculate the 
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arithmetic average operating param-
eter in units of the operating limit 
(milliamps) on a 30-day rolling average 
basis, updated at the end of each new 
boiler or process heater operating hour. 

(ii) For any deviation of the 30-day 
rolling PM CPMS average value from 
the established operating parameter 
limit, you must: 

(A) Within 48 hours of the deviation, 
visually inspect the air pollution con-
trol device (APCD); 

(B) If inspection of the APCD identi-
fies the cause of the deviation, take 
corrective action as soon as possible 
and return the PM CPMS measurement 
to within the established value; and 

(C) Within 30 days of the deviation or 
at the time of the annual compliance 
test, whichever comes first, conduct a 
PM emissions compliance test to deter-
mine compliance with the PM emis-
sions limit and to verify or re-establish 
the CPMS operating limit. You are not 
required to conduct additional testing 
for any deviations that occur between 
the time of the original deviation and 
the PM emissions compliance test re-
quired under this paragraph. 

(iii) PM CPMS deviations from the 
operating limit leading to more than 
four required performance tests in a 12- 
month operating period constitute a 
separate violation of this subpart. 

(19) If you choose to comply with the 
PM filterable emissions limit by using 
PM CEMS you must install, certify, op-
erate, and maintain a PM CEMS and 
record the output of the PM CEMS as 
specified in paragraphs (a)(19)(i) 
through (vii) of this section. The com-
pliance limit will be expressed as a 30- 
day rolling average of the numerical 
emissions limit value applicable for 
your unit in Tables 1 or 2 or 11 through 
13 of this subpart. 

(i) Install and certify your PM CEMS 
according to the procedures and re-
quirements in Performance Specifica-
tion 11—Specifications and Test Proce-
dures for Particulate Matter Contin-
uous Emission Monitoring Systems at 
Stationary Sources in Appendix B to 
part 60 of this chapter, using test cri-
teria outlined in Table V of this rule. 
The reportable measurement output 
from the PM CEMS must be expressed 
in units of the applicable emissions 
limit (e.g., lb/MMBtu, lb/MWh). 

(ii) Operate and maintain your PM 
CEMS according to the procedures and 
requirements in Procedure 2— Quality 
Assurance Requirements for Particu-
late Matter Continuous Emission Mon-
itoring Systems at Stationary Sources 
in Appendix F to part 60 of this chap-
ter. 

(A) You must conduct the relative re-
sponse audit (RRA) for your PM CEMS 
at least once annually. 

(B) You must conduct the relative 
correlation audit (RCA) for your PM 
CEMS at least once every 3 years. 

(iii) Collect PM CEMS hourly aver-
age output data for all boiler operating 
hours except as indicated in paragraph 
(i) of this section. 

(iv) Calculate the arithmetic 30-day 
rolling average of all of the hourly av-
erage PM CEMS output data collected 
during all nonexempt boiler or process 
heater operating hours. 

(v) You must collect data using the 
PM CEMS at all times the unit is oper-
ating and at the intervals specified this 
paragraph (a), except for periods of 
monitoring system malfunctions, re-
pairs associated with monitoring sys-
tem malfunctions, and required moni-
toring system quality assurance or 
quality control activities. 

(vi) You must use all the data col-
lected during all boiler or process heat-
er operating hours in assessing the 
compliance with your operating limit 
except: 

(A) Any data collected during moni-
toring system malfunctions, repairs as-
sociated with monitoring system mal-
functions, or required monitoring sys-
tem quality assurance or control ac-
tivities conducted during monitoring 
system malfunctions in calculations 
and report any such periods in your an-
nual deviation report; 

(B) Any data collected during periods 
when the monitoring system is out of 
control as specified in your site-spe-
cific monitoring plan, repairs associ-
ated with periods when the monitoring 
system is out of control, or required 
monitoring system quality assurance 
or control activities conducted during 
out of control periods in calculations 
used to report emissions or operating 
levels and report any such periods in 
your annual deviation report; 
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(C) Any data recorded during periods 
of startup or shutdown. 

(vii) You must record and make 
available upon request results of PM 
CEMS system performance audits, 
dates and duration of periods when the 
PM CEMS is out of control to comple-
tion of the corrective actions necessary 
to return the PM CEMS to operation 
consistent with your site-specific mon-
itoring plan. 

(b) You must report each instance in 
which you did not meet each emission 
limit and operating limit in Tables 1 
through 4 or 11 through 13 to this sub-
part that apply to you. These instances 
are deviations from the emission limits 
or operating limits, respectively, in 
this subpart. These deviations must be 
reported according to the requirements 
in § 63.7550. 

(c) If you elected to demonstrate that 
the unit meets the specification for 
mercury for the unit designed to burn 
gas 1 subcategory, you must follow the 
sampling frequency specified in para-
graphs (c)(1) through (4) of this section 
and conduct this sampling according to 
the procedures in § 63.7521(f) through 
(i). 

(1) If the initial mercury constituents 
in the gaseous fuels are measured to be 
equal to or less than half of the mer-
cury specification as defined in 
§ 63.7575, you do not need to conduct 
further sampling. 

(2) If the initial mercury constituents 
are greater than half but equal to or 
less than 75 percent of the mercury 
specification as defined in § 63.7575, you 
will conduct semi-annual sampling. If 6 
consecutive semi-annual fuel analyses 
demonstrate 50 percent or less of the 
mercury specification, you do not need 
to conduct further sampling. If any 
semi-annual sample exceeds 75 percent 
of the mercury specification, you must 
return to monthly sampling for that 
fuel, until 12 months of fuel analyses 
again are less than 75 percent of the 
compliance level. 

(3) If the initial mercury constituents 
are greater than 75 percent of the mer-
cury specification as defined in 
§ 63.7575, you will conduct monthly 
sampling. If 12 consecutive monthly 
fuel analyses demonstrate 75 percent or 
less of the mercury specification, you 

may decrease the fuel analysis fre-
quency to semi-annual for that fuel. 

(4) If the initial sample exceeds the 
mercury specification as defined in 
§ 63.7575, each affected boiler or process 
heater combusting this fuel is not part 
of the unit designed to burn gas 1 sub-
category and must be in compliance 
with the emission and operating limits 
for the appropriate subcategory. You 
may elect to conduct additional 
monthly sampling while complying 
with these emissions and operating 
limits to demonstrate that the fuel 
qualifies as another gas 1 fuel. If 12 
consecutive monthly fuel analyses 
samples are at or below the mercury 
specification as defined in § 63.7575, 
each affected boiler or process heater 
combusting the fuel can elect to switch 
back into the unit designed to burn gas 
1 subcategory until the mercury speci-
fication is exceeded. 

(d) For startup and shutdown, you 
must meet the work practice standards 
according to item 5 of Table 3 of this 
subpart. 

[78 FR 7179, Jan. 31, 2013] 

§ 63.7541 How do I demonstrate con-
tinuous compliance under the emis-
sions averaging provision? 

(a) Following the compliance date, 
the owner or operator must dem-
onstrate compliance with this subpart 
on a continuous basis by meeting the 
requirements of paragraphs (a)(1) 
through (5) of this section. 

(1) For each calendar month, dem-
onstrate compliance with the average 
weighted emissions limit for the exist-
ing units participating in the emissions 
averaging option as determined in 
§ 63.7522(f) and (g). 

(2) You must maintain the applicable 
opacity limit according to paragraphs 
(a)(2)(i) and (ii) of this section. 

(i) For each existing unit partici-
pating in the emissions averaging op-
tion that is equipped with a dry control 
system and not vented to a common 
stack, maintain opacity at or below 
the applicable limit. 

(ii) For each group of units partici-
pating in the emissions averaging op-
tion where each unit in the group is 
equipped with a dry control system and 
vented to a common stack that does 
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